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Surveyor: 28384

The findings and conclusions of any investigation 

by the Health Division shall not be construed as 

prohibiting any criminal or civil investigations, 

actions or other claims for relief that may be 

available to any party under applicable federal, 

state, or local laws.

This Statement of Deficiencies was generated as 

a result of an annual State Licensure survey   

conducted in your facility on 12/29/09.  This State 

Licensure survey was conducted by the authority 

of NRS 449.150, Powers of the Health Division.

The facility is licensed for ten Residential Facility 

for Group beds for elderly and disabled persons, 

Category II residents. The census at the time of 

the survey was ten. Ten resident files were 

reviewed and two employee files were reviewed.  

One discharged resident file was reviewed. 

 

The facility received a grade of B.

The following deficiencies were identified:

 Y 357

SS=E
449.222(7) Bathrooms and Toilet Facilities

NAC 449.222

7. Each resident must have his own  

toilet articles and must be provided  

with toilet paper, individual towels  

and wash cloths. Paper towels may be  

used for hand towels. The towels and  

wash cloths must be changed as often  

as is necessary to maintain  

cleanliness, but in no event less  

often than once each week. A soap  

dispenser may be used instead of  

 Y 357

If deficiencies are cited, an approved plan of correction must be returned within 10 days after receipt of this statement of deficiencies.
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individual bars of soap.

This Regulation  is not met as evidenced by:

Surveyor: 28384

Based on observation and interview on 12/29/09, 

the facility failed to provide individual towels and 

wash cloths in one of three bathrooms.   In the 

bathroom near bedroom #1 the residents were 

sharing a hand towel and the paper towel holder 

was not secured to the wall.

Severity:  2           Scope:  2

 Y 444

SS=F
449.229(9) Smoke Detectors

NAC 449.229

9. Smoke detectors must be maintained in proper 

operating conditions at all times and must be 

tested monthly.  The results of the tests pursuant 

to this subsection must be recorded and 

maintained at the facility.

This Regulation  is not met as evidenced by:

 Y 444

Surveyor: 28384

Based on record review on 12/29/09, the facility 

did not ensure each smoke detector was  tested 

12 out of the past 12 months.   

Severity:  2  Scope:  3

 Y 859

SS=D
449.274(5) Periodic Physical examination of a 

resident

NAC 449.274

5. Before admission and each year after 

 Y 859

If deficiencies are cited, an approved plan of correction must be returned within 10 days after receipt of this statement of deficiencies.
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admission, or more frequently if there is a 

significant change in the physical condition of a 

resident, the facility shall obtain the results of a 

general physical examination of the resident by 

his physician.  The resident must be cared  for 

pursuant to any instructions provided by the 

resident's physician.

This Regulation  is not met as evidenced by:

Surveyor: 28384

Based on record review on 12/29/09, the facility 

failed to ensure that 1 of 10 residents received a 

general physical examination before admission 

(Resident #3).

Severity:  2  Scope:  1

 Y 936

SS=F
449.2749(1)(e) Resident file-NRS 441A 

Tuberculosis

NAC 449.2749

1. A separate file must be maintained for each 

resident of a residential facility and retained for at 

least 5 years after he permanently leaves the 

facility.  The file must be kept locked in a place 

that is resistant to fire and is protected against 

unauthorized use.  The file must contain all 

records, letters, assessments, medical 

information and any other information related to 

the resident, including without limitation:

(e) Evidence of compliance with the provisions of 

chapter 441A of NRS and the regulations 

adopted pursuant thereto.

This Regulation  is not met as evidenced by:

 Y 936

If deficiencies are cited, an approved plan of correction must be returned within 10 days after receipt of this statement of deficiencies.
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Surveyor: 28384

Based on record review on 12/29/09, the facility 

failed to ensure 1 of 10 residents complied with 

NAC 441A.380 regarding tuberculosis testing 

(Resident #3 - no evidence of positive TB skin 

test) which affected all residents.

Severity:  2  Scope:  3

If deficiencies are cited, an approved plan of correction must be returned within 10 days after receipt of this statement of deficiencies.
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